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Design Parameters:

    City Name  ........................................................................................................... Saskatoon
    Location  ....................................................................................................... Saskatchewan
    Latitude  ........................................................................................................................... 52.2 Deg.
    Longitude  ...................................................................................................................... 106.7 Deg.
    Elevation  ..................................................................................................................... 1654.0 ft
    Summer Design Dry-Bulb  .............................................................................................. 87.0 °F
    Summer Coincident Wet-Bulb  ....................................................................................... 64.0 °F
    Summer Daily Range  ..................................................................................................... 22.7 °F
    Winter Design Dry-Bulb  ............................................................................................... -31.0 °F
    Winter Design Wet-Bulb  .............................................................................................. -31.4 °F
    Atmospheric Clearness Number  ................................................................................... 1.05
    Average Ground Reflectance  ........................................................................................ 0.20
    Soil Conductivity ........................................................................................................... 0.800 BTU/(hr·ft·°F)
    Local Time Zone (GMT +/- N hours)  ............................................................................... 6.0 hours
    Consider Daylight Savings Time  ..................................................................................... No
    Simulation Weather Data ............................................................................................... N/A
    Current Data is  ......................................................................... 2001 ASHRAE Handbook
    Design Cooling Months January to December

DESIGN COOLING DESIGN HEATING
COOLING DATA AT Jul 1400 HEATING DATA AT DES HTG
COOLING OA DB / WB   86.3 °F / 63.8 °F HEATING OA DB / WB   -31.0 °F / -31.4 °F

Sensible Latent Sensible Latent
ZONE LOADS Details (BTU/hr) (BTU/hr) Details (BTU/hr) (BTU/hr)
Window & Skylight Solar Loads 0 ft² 0 - 0 ft² - -
Wall Transmission 0 ft² 0 - 0 ft² 0 -
Roof Transmission 1996 ft² 10874 - 1996 ft² 22261 -
Window Transmission 0 ft² 0 - 0 ft² 0 -
Skylight Transmission 0 ft² 0 - 0 ft² 0 -
Door Loads 0 ft² 0 - 0 ft² 0 -
Floor Transmission 1764 ft² 0 - 1764 ft² 0 -
Partitions 0 ft² 0 - 0 ft² 0 -
Ceiling 0 ft² 0 - 0 ft² 0 -
Overhead Lighting 1563 W 4215 - 0 0 -
Task Lighting 0 W 0 - 0 0 -
Electric Equipment 3771 W 11661 - 0 0 -
People 38 6922 7847 0 0 0
Infiltration - 0 0 - 0 0
Miscellaneous - 4110 0 - 0 0
Safety Factor 20% / 20% 7556 1569 20% 4452 0
>> Total Zone Loads - 45339 9417 - 26713 0
Zone Conditioning - 49409 9417 - 26567 0
Plenum Wall Load 0% 0 - 0 0 -
Plenum Roof Load 0% 0 - 0 0 -
Plenum Lighting Load 0% 0 - 0 0 -
Return Fan Load 2750 CFM 0 - 2750 CFM 0 -
Ventilation Load 0 CFM 0 0 0 CFM 0 0
Supply Fan Load 2750 CFM 3058 - 2750 CFM -3058 -
Space Fan Coil Fans - 0 - - 0 -
Duct Heat Gain / Loss 0% 0 - 0% 0 -
>> Total System Loads - 52467 9417 - 23509 0
Central Cooling Coil - 52467 9420 - 0 0
Central Heating Coil - 0 - - 23509 -
>> Total Conditioning - 52467 9420 - 23509 0
Key: Positive values are clg loads Positive values are htg loads

Negative values are htg loads Negative values are clg loads
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